APPENDIX - XIII
PROFORMA FOR SAFE DRINKING WATER AND SANITARY CONDITION CERTIFICATE

Dated: 03/10/2026

It is certified that an inspection team headed by KANAKARAJU V ( ASSISTANT EXECUTIVE
ENGINEER (Name of Officers with designation) from Bengaluru Water Supply and Sewerage
Board (Name of Department/ Office) inspected the Kendriya Vidyalaya Krishnarajapuram, Diesel
Loco Shed, K.R. Puram, Bengaluru, Karnataka - 560036 (Name & Address of the school) on
01/10/2026 (date of inspection) and found that the Kendriya Vidyalaya Krishnarajapuram (
Name of school) has safe drinking water facilities for the students and members of staff of the
institution and is maintaining the hygienic sanitation condition in the school building & the

campus as per norms prescribed by the Central/ State/ U.T. Govt.

The above is valid for a period of September 2027

\

[M v
ASSISTAMY EXECUTIVE ENGINEER
EAST&-4, Sub Division
BWSSB, 2¥ Cross,
Devasandra Extenslon,

K R Puram, Bangalore-560036.

Signature with Seal:

Name: KANAKARAJUV
Designation: ASSISTANT EXECUTIVE ENGINEER
Name & Address of the Office / Departme: 2nd Cross, Devasandra Extension,

K.R. Puram, Bengaluru - 560036

To,

The Principal,

Kendriya Vidyalaya Krishnarajapuram,
Diesel Loco Shed,

K R Puram, Bengaluru - 560036



Created with a tnial version ot Synctusion Essential FDH

BANGALORE WATER SUPPLY & SEWERAGE BOARD

WATER QUALITY REPORT
[Date of Sampling 29-Sep-2026 Division 227 Old_East - 2
Analysis Date 29-Sep-2026 Sub Division 722 0ld_East-2-4
Analysis Completed On 01-Oct-2026 Service Station 2ZZ Old_Devasandra Service Station
RR Number E-505143 Reference Sample Id
Address #Southern, Western Railway Staff QTRS. (Complaint Sample)
sl.No. Parameters Unit Result Ad pat'15-10500.2012 Remarks
Desirable Limit | Permissible Limit
1 pH - 769 6.5-8.5
2 TDS mg/L 159 500 2000
3 Turbidity NTU 0.46 1 5
4 Hardness mg/L 108.2 200 600
5 Calcium _mg/L 25.8 75 200
6 Alkalinity mg/L 102.38 200 600
7 Chloride mg/L 22.83 250 1000
8 Magnesium mg/L 10.61 30 100
9 Flouride mg/L 0.298 1 1.5
10 Iron mg/L 0.045 1
1 Aluminium mag/L 0010 0.03 | 0.2
12 Lead mg/L NA 0.01
13 Sulphate mg/L 20.49 200 | 400
14 Nitrate mg/L 1.34 45
15 Residual Chlorine ppm 0.2 0.2 | 1
16 Total Coliform  pr Present/Absent for 1 Absent Shall not be detectable
17 E.coli br Present/Absent for 1 Absent Shall not be detectable
18 Manganese mg/L <0.1 0.1 0.3
19 Color Hazen <5 5 15
20 Conductivity uS/cm 267
Result SPP
***End of Result*** !
Notes: # - Results applicable only for above samples and tested parameters L W

## SPP: Satisfactory for Potable Purpose, NSPP: Not Satisfactory for Potable Purpose:

ASSISTANT EXECUTIVE ENGINEER
EASYE-, Sub lon
BWSSB, 2 Cross,
Devasandra Extension,

K R Puram, Bangalore-560036.

This is an auto generated report from the WQMS Software




